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Description of Cracking Observed and Possible Cause of Cracking 
 
Cracking was anticipated due to the highly restrained nature of the FCO Spillway 
panels. The panels are designed to be restrained through numerous mechanisms: 
bonded with the leveling course concrete, anchored to the foundation, and interlocked 
by having continuous bottom mat reinforcement and keyways between adjoining panels. 
The features that produce the high level of restraint also produce a highly robust and 
durable spillway structure.  By design, location, spacing and amount of reinforcement 
was intended to distribute cracking and keep it at a hairline level.  American Concrete 
Institute (ACI) 224R provides general guidance on acceptable crack widths and 
describes in detail the cause and effects of both internal and external restraint in 
concrete structures. 
 
Early Age Deformation and Cracking 

The cracking observed with the ERC invert panels in the FCO Spillway chute to date 
appear to be the result of early age cracking, which is caused by thermal deformation 
(due to cement hydration) and/or shrinkage deformation (autogenous shrinkage and 
plastic shrinkage).  Early age cracking is summarized within the following pages or can 
be found in detail within ACI 231R-10. Figures 1-4 consist of photos of the typical 
cracking observed on site. 
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Figure 1: Typical Cracking Observed 

 
Figure 2: Typical Crack with Spalling and Raveling 
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Figure 3: Typical Through Cracking Observed 

  
Figure 4: Typical Crazing Observed 
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Autogenous Shrinkage 

Autogenous Shrinkage is a “change in volume due to the chemical process of hydration 
of cement, exclusive of effects of applied load and change in either thermal condition 
or moisture content” (ACI CT-13, pg 5). Sometimes referred to as fixed restraint 
cracking, autogenous shrinkage causes cracking when restraints are introduced within 
the concrete panel.  In our case, the underlying leveling concrete was placed relatively 
thick (greater than concrete panels), allowed to cure (majority of shrinkage occurring 
prior to panel placement), and the surface was prepared to achieve a strong bond 
between the panels and leveling concrete. After placement of leveling concrete, anchors 
were drilled through the concrete into underlying rock and grouted with a high strength 
grout. The anchors extend into the concrete panel providing a fixed restraint while the 
underlying leveling concrete similarly restrains movement in the concrete panels. 
 
It appears the majority of cracking visible is autogenous cracking, due primarily to the 
concrete being restrained by both underlying leveling concrete and anchors extending 
into the panel. After reviewing the mapping of cracks overlaid on the anchors, it is 
apparent that cracking is primarily between anchors supporting this theory.  
 
Autogenous shrinkage cracking “is a special case of drying shrinkage that results from 
self-desiccation (internal drying) in concretes with water-cementitious material ratios 
(w/cm) below 0.42, but most often w/cm below 0.3” (ACI 224R-01).  The 
ERC_NOAE_LO design w/cm ratio is 0.38 and typically arrives at the placement 
between 0.30 and 0.38.  According to ACI 224R01, autogenous shrinkage has been 
reported to have occurred mainly with high cementitious material concretes and occurs 
without a loss of moisture from the bulk concrete.  Autogenous shrinkage typically 
increases with increasing temperature, cement content, and cement fineness.  
 
Thermal Shrinkage 

Temperature gradients in a concrete structure can result in differential volumetric 
changes, resulting from heat of hydration and/or by the weather conditions.  Currently, 
DWR has installed and monitored panels 31B, 44B, and 99B for temperature 
differentials.  Panels 35D and 100D were recently installed and monitoring is underway. 
Attachment 2 shows both the heat of hydration change with time and the temperature 
increase (center of the panel) from the max placement temperature of the completed 
temperature monitored panels.  Additionally, the instrumentation has reported the 
maximum thermal differential between near panel surface and internal reading of each 
panel as 16.4 degrees F, 18.7 degrees F, and 19 degrees F, respectively.  DWR 
suspects that the lower temperature differential observed in panel 31B occurred 
because the location remained shaded for most of the day and the ambient 
temperatures were typically 4 and 7 degrees lower than the middle and lower chute 
locations, respectively.  The thermal gradients never measured any greater than 35 
degrees F, which suggests thermal shrinkage is not a primary cause of the observed 
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cracking.  However, the temperature differential measured suggests that it is likely a 
contributor of the internal stresses, which caused cracking to occur. 
 
Plastic Shrinkage 

According to ACI 224R01, plastic shrinkage cracks occur “when moisture evaporates 
from the surface of freshly placed concrete faster than is replaced by bleed water… and 
is usually associated with the rapid loss of moisture caused by a combination of factors 
that include high air and concrete temperatures, low relative humidity, and high wind 
velocity at the surface of the concrete.”   
 
Windy placement conditions and delayed application of cure blankets may result in an 
increased evaporation on the finish surface, see Figure 5.  In addition, poor water cure 
management for the duration of the required 14 days subjects the panels to potential 
drying and wetting cycles.  Several instances occurred where the contractor did not 
immediately install water cure on the panel following the finishing efforts, as well as 
instances where the water cure was terminated or disrupted by other onsite operations 
introducing the variability in moisture cure.  ACI 224.1R notes that “plastic shrinkage 
cracks begin as shallow cracks, but can become full-depth cracks later in the life of the 
concrete.”  The contractor has attempted to mitigate the above mentioned moisture loss 
issues during placement and finishing efforts by using wind barriers and fogging, as well 
as securing the wet cure blankets to the surrounding formwork/panels as a post 
placement water cure management effort. 
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It was also observed that the cracking found on panels A and F were less with an 
average scale value of 2 and average frequency of 35 lft.  The average scale value 
found for B through E panels was 3 and the average frequency was 125lft.  The A and F 
panel geometry has a larger concrete cross section, with a depth of 4.5ft, than panels B 
through C, with a depth of 2.5ft.   

 
Findings and Recommendations 
 
ACI 224R01 section 2.1 states: “Cracks need to be repaired if they reduce the strength, 
stiffness, or durability of the structure to an unacceptable level, or if the function of the 
structure is seriously impaired.”  DWR along with its consultants have evaluated the 
current ERC invert panel crack conditions and determined that at this time, the cracking 
does not impair the structure and therefore, at this time does not warrant repair.  DWR 
is committed to continue to monitor and evaluate the cracks regularly throughout 2017 
flood season and again throughout the 2018 construction season.  This will allow the 
panels to reach a state of volumetric equilibrium to allow for a determination if 
conditions continue to change prompting the need for remedial measures. 
 
DWR’s OER-S team plans to expand the ERC crack investigation efforts to determine 
and test additional construction measures and concrete design mix changes that could 
minimize cracking in the concrete used during the 2018 construction season.  The 
construction measure changes that will be evaluated in the off-season include:  
 

 Modifying the cure type and duration.    
 Researching the use of products to aid in protecting the concrete during finishing 

and inclement weather. 
 Evaluating mix design changes which may include:  

o Lowering the cement content. 
o Increasing the coarse aggregate volume. 
o Using shrinkage reducing admixtures, and/or expansive cements. 
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 Attachment 1: Spillway Plan View, Summary Table of Crack Monitoring, and 
Crack Maps of Current Monitored Panels 

 Attachment 2: Heat of Hydration Plots for Three Temperature Sensor Monitored 
Panels 



 

 

 

 

 

 

 

 

 

 

 

 

Attachment 1 has been redacted for CEII 



Attachment 2 

Heat Hydration Plots for Three Temperature Sensor Monitored Panels 

 










